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DETAIL REFERENCE SYMBOL

DRAWING REFERENCE SYMBOL

CEILING MOUNTED EXIT SIGN,
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ELECTRICAL REMOVALS
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|
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- 12” SQUARE RECESSED | . (m\_l ﬂ REQUIRED FOR FLOOR
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1. NOT ALL SYMBOLS, ABBREVIATIONS AND LINE DESIGNATIONS ARE

NECESSARILY USED ON THIS PROJECT.

SYMBOL  DESCRIPTION
EXISTING WORK
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SYMBOL  DESCRIPTION
\Y4 EXISTING VOICE/DATA OUTLET
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WAP WIRELESS ACCESS POINT
BOILER RM
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$————— DISCONNECT AND
I REMOVE FEEDER AND
RAILER CONDUIT BACK TO

75\ PARTIAL

SOURCE.

ONE—LINE
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ET07 | SCALE: NONE

GENERAL NOTES - REMOVALS:

E107) o
SCALE: z=1-0

DRAWING NOTES:

A.

THIS INFORMATION REPRESENTS EXISTING CONDITIONS BASED ON ORIGINAL
DRAWINGS AND OBSERVED SITE CONDITIONS. NOT ALL CONDUIT, WIRE AND
DEVICES ARE SHOWN. THE CONTRACTOR SHALL FIELD VERIFY CIRCUITING,
ROUTING AND EXACT QUANTITIES. THE CONTRACTOR SHALL DISCONNECT, REMOVE

.

SWITCHING.

REQUIRED TO REINSTALL IN NEW LOCATION.

AND DISPOSE OF ALL EXISTING CONDUIT, WIRE, FIXTURES AND DEVICES THAT ARE
NOT SCHEDULED FOR REUSE.

DISCONNECT AND REMOVE ALL EXISTING DEVICES SHOWN TO BE REMOVED.

REMOVE ALL BRANCH CIRCUIT WIRING AND CONDUIT BACK TO THE SOURCE.

WHERE REMOVALS INTERRUPT BRANCH CIRCUIT WIRING TO REMAIN, RECONNECT CONTRACTOR.

THE BRANCH CIRCUIT WIRING TO MAINTAIN CONTINUITY OF NORMAL BUILDING

OPERATION. SOURCE.

[+]

COORDINATE ALL SHUTDOWNS WITH OWNER.
CONTRACTOR.

SUBMIT A LIST OF ALL ITEMS REMOVED. TURN SELECTED ITEMS OVER TO OWNER.
LEGALLY DISPOSE OF REMAINING ITEMS.

(]

PROVIDE BLANK COVERS, CUTTING, PATCHING AND FIRE SEAL AS REQUIRED TO
REPAIR OPENINGS CAUSED BY DEMOLITION OF EXISTING ELECTRICAL AND
COMMUNICATION SYSTEMS. COORDINATE ALL CUTTING AND PATCHING WITH
GENERAL CONTRACTOR.

BACK TO SOURCE.

[=]

COORDINATE ALL CONDUIT RUNS WITH OTHER TRADES AND EXISTING CONDITIONS CONTRACTOR.

PRIOR TO STARTING WORK.

FIRE STOP ALL PENETRATIONS THROUGH THE CORRIDOR WALLS CAUSED BY REMOVAL
OR INSTALLATION OF ANY ELECTRICAL WORK ASSOCIATED WITH THIS CONTRACT.

(=] []

DISCONNECT AND REMOVE THE EXISTING LUMINAIRE. EXISTING BRANCH CIRCUIT
WIRING AND CONDUIT SHALL REMAIN TO BE REUSED. REMOVE ASSOCIATED

DISCONNECT EXISTING TRASH COMPACTOR, COMPACTOR CONTROLLER AND
DISCONNECT SWITCH FOR RELOCATION. MODIFY AND EXTEND CIRCUIT AS

DISCONNECT EXISTING RTU AS REQUIRED FOR REMOVAL BY MECHANICAL
COORDINATE REMOVAL WITH MECHANICAL CONTRACTOR PRIOR TO
DISCONNECT. REMOVE STARTER AND ASSOCIATED CONDUIT AND CABLING BACK TO

DISCONNECT EXISTING FCU AS REQUIRED FOR REMOVAL BY MECHANICAL
COORDINATE REMOVAL WITH MECHANICAL CONTRACTOR PRIOR TO
DISCONNECT. REMOVE STARTER, CONDUIT AND CABLING BACK TO SOURCE.

DISCONNECT EXISTING PROPELLER FAN AS REQUIRED FOR REMOVAL BY
MECHANICAL CONTRACTOR.

COORDINATE REMOVAL WITH MECHANICAL

CONTRACTOR PRIOR TO DISCONNECT. REMOVE STARTER, CONDUIT AND CABLING

DISCONNECT EXISTING UNIT HEATER AS REQUIRED FOR REMOVAL BY MECHANICAL
COORDINATE REMOVAL WITH MECHANICAL CONTRACTOR PRIOR TO
DISCONNECT. REMOVE STARTER, CONDUIT AND CABLING BACK TO SOURCE.

DISCONNECT TRAILER PANEL AND VOICE/DATA NETWORK CABLING AND CONDUIT
AND REMOVE CONDUIT AND CABLING BACK TO SOURCE.

RELOCATE EXISTING FLOOD LUMINAIRE AS REQUIRED TO INSTALL NEW DOCK AND

ROOF. EXTEND EXISTING BRANCH CIRCUIT TO NEW LOCATION. COORDINATE FINAL
LOCATION WITH VA FACILITIES.

[]

RELOCATE EXISTING CCTV CAMERA AS REQUIRED FOR NEW CONSTRUCTION.

REMOUNT AND REAIM PER VA FACILITIES GROUP. EXTEND EXISTING CABLING.

3

LOCATION SHOWN ON NEW WORK DRAWINGS.

DISCONNECT EXISTING WIRELESS ACCESS POINT FOR RELOCATION. REINSTALL IN

AREA
/WORK
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